L~9401A.Dwg Revislon Date: 1/2/13

Note:
For Manhole and Valve Box
Details please refer to

Division of Water Standard
Drawing "L-9401B".
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Shown With Ball Valve in the Closed Position

Maximum Riser Length (L) =85"-D
Longer Length Requires Installation of Access Manhole
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